State of New Jersey |
Department of Community Affairs | 9=
Division of Codesand Standards 7\'3
PO Box 802 LA™~
Trenton, New Jersey 08625-0802 Gomeusity
Jon S. Corzine Susan Bass Levin
Governor Commissioner
Date September 1, 1994 Subject:  FireAlarm Systems

CodeRef. Update: February 2006
Super sedes Bulletin No. 88-5
Reference N.J.A.C.5:23-3.4;

N.J.A.C.5:23-3.16;
N.J.A.C.5:23-3.17(a)1.i(5)
andii(5);
Electrical Subcode, Article
760;
FireProtection Subcode,
Chapter 9

It hascometo the Department of Community Affairs attentionthat fireaarm
systemsarenot dwaysingtaled andinspectedin conformity with the gpplicable codes
and referenced standards, and in accordancewith thelisting requirements.

AsoutlinedinN.J.A.C. 5:23-3.4, planreview function for firealarm systems
isajoint responsibility of theelectrical and fire protection subcode officias. Field
inspection for power supply, fireaarm control panels, and installation wiringisthe
responsibility of thee ectrical ingpector. Thefireprotectioninspector isresponsible
for the selection of system type, approval of itscomponents (such asalarminitiating
devicesand darmindicating appliances), itslocation, and for conducting acceptance
tests.

Thed ectrica ingpector should verify that thewiring used for fireaarmswithin
thebuildingisof suitablesizeandtype, islisted asbeing suitablefor the purpose, and
ismarked accordingly. Wherewiringisinstalledin ducts, plenums, or other spaces
used for environmental air, it isimportant to ensurethat thewiring isalso listed as
having adequate fire-resi stance and low-smoke-producing characteristics. The
electrica ingpector should dso ensurethat fire-protectivesignding circuitsare properly
identified at each terminal and junction box, andin caseswherethecircuitis* power-
limited,” al connected equipment of power-limited circuitsismarked accordingly.

Pagelof 1

BULLETIN NO.

Z
—
L]
—
—
-
an




